
Intrinsically Safe Base Wiring Guide
Part No:45681-215

1. Partially attach one screw into the mounting box or soffi t at the 
required centres. Place the corresponding keyhole of the base 
over the screw and slide the base home. Tighten up the screw. 

 Then offer up the second screw and tighten.

2. Fig. 1 shows the wiring terminals. The terminal marked ‘Earth’ on 
the base is provided for connecting the screen or functional earth.

3. The outside of the base is marked with a moulded vertical line to 
indicate the position of the LED when the detector has been fi tted. 
This facilitates detector orientation if required.
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Fig. 1 XP95 I.S. base terminals
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